
Fig. 516 or 518 
Spill Container

Fig. 305 & 
305C Male 
Quick 
Disconnect 
& Cap

Fig. 9095AA or 9095X 
Overfill Prevention Valve 

Fig. 818 or 918 
Clock Gauge Fig. 244 

Emergency 
Vent

Fig. 244 
Emergency 
Vent 
(Interstitial)

12 Ft. Minimum 
to Grade Level

Fig. 354 or Fig. 922 
Combination 
Pressure Vacuum

Fig. 246A Swing 
Check Valve

Fig. 235 
or 535 Gate 
Valve

Fig. 285 
Line 
Strainer

Fig. 346 Series 
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Emergency 
Valve Fig. 710 

Solenoid 
Valve

Fig. 78DI 
Expansion 
Relief Valve

(Supply)

Fig. 539
Diffuser

Fig. 157 
Suction
Pipe 
Strainer
or
Fig. 334/ 
335 Foot 
Valve

(Generator or Boiler)

(Return)

Fig. 419
Drop Tube

Fig. 539
Diffuser

or
Fig. 910 or 912 
Anti-Siphon 
Valve

or Fig. 958 In-line 
Check Valve

Fig. 244
Emergency 
Vent
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Spill Container

Fig. 9095A 
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Prevention 
Valve

Fig. 419 
Drop Tube

Fig. 539 
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Fig. 244
Emergency 
Vent
(Interstitial)

Fig. 354, Fig. 922 , or 
948A Combination 
Pressure Vacuum

Fig. 818 
Clock 
Gauge 
(Alarm 
Fig. 918)

12 ft. minimum 
to grade level

Fig. 235 or 
535 Gate 
Valve

Fig. 285 
Line 
Strainer

Fig. 246 
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or
Fig. 958 
In-line
Check Valve

Fig. 346 or 
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Emergency 
Valve

Fig. 710 
Solenoid 
Valve

or
Fig. 912 
Anti-Siphon 
Valve

or
Fig. 910 
Anti-Siphon 
Valve

Fig. 157
Suction Pipe
Strainer
or
Fig. 334/335 
Foot Valve

Fig. 539 
Diffuser

Fig. 78DI
Expansion 
Relief 
Valve

(SUPPLY)

(RETURN)

(GENERATOR OR BOILER)


